5-1/2" (140 mm)
BOOT HEIGHT
BEFORE
CUTTING

Hun=iN

5" (127 mm)
HEIGHT OF
ALUMINUM
VENT

METAL CLAMP & CAULK SEALANT

SANTOPRENE BOOT

VENT PIPE

— NON-REINFORCED SBS TARGET

ALUMINUM VENT
RUBEROID/ GAFGLAS® FLASHING
RUBEROID” GAFGLAS® MEMBRANE
BASE/PLY SHEETS
ENERGYGUARD' ROOF INSULATION

DECK

L4 14

6" (152 mm) I.D.

13" (330 mm) ALUM. FLANGE AT VENT BASE

Y

|

21-1/2" (546 mm) FLASHING

1. VENT IS INSTALLED ON THE BASE/PLY SHEET(S) PRIOR TO INSTALLATION OF TOP MEMBRANE.
2. INSTALL METAL CLAMP AND CAULK SEALANT AT TOP OF BOOT.
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