NOTE:

1. APPLY EVERGUARD® TPO CUT EDGE SEALANT TO ALL CUT REINFORCED TPO EDGES (REFER TO EVERGUARD® DETAIL 115).

CUT SECTION OF UNREINFORCED MEMBRANE AS SHOWN AND POSITION INTO DRAIN SUMP. EXTEND MEMBRANE OUT OF DRAIN SUMP APPROX. 6" (152 mm).

FIELD MEMBRANE CUT TO LAY FLAT IN SUMP AREA

MIN. 1-1/2" (38.1 mm) WIDE HEAT-WELD

MIN. 12" (305 mm)

DRAIN SUMP BOUNDARY

DRAIN BASE

APPROX. 6" (152 mm)

UNREINFORCED MEMBRANE

3" (76 mm) MIN

DRAIN CLAMPING

EXTEND REINFORCED EVERGUARD® MEMBRANE ONTO MEMBRANE SECTION POSITIONED AT DRAIN SUMP AND CUT AS SHOWN TO LAY FLAT IN SUMP. HOT AIR WELD A MIN. OF 2" (52 mm) COMPLETELY SURROUNDING AREA.